Abstract: Ultra-filtration technology has been increasingly used in drinking water treatment due to improvements in membrane performance and lowering of costs. However, membrane fouling is the main limitation in the application of ultra-filtration technology. In this study, we investigated the impact of four different pre-treatments: Coagulation, adsorption, coagulation followed by adsorption (C-A), and simultaneous coagulation and adsorption (C+A), on membrane fouling and natural organic matter removal efficiency. The results showed that adsorption process required a large amount of adsorbent and formed a dense cake layer on the membrane surface leading to severe membrane fouling. Compared to adsorption alone, the coagulation and C-A processes decreased the transmembrane pressure by 4.9 kPa. It was due to less accumulation of particles on the membrane surface. As for water quality, the C-A ultra-filtration process achieved the highest removal efficiencies of natural organic matter and disinfection by-product precursors. Therefore, the addition of adsorbent after coagulation is a potentially important approach for alleviating ultra-filtration membrane fouling and enhancing treatment performance.
Introduction
Ultra-filtration (UF) has been increasingly used in water treatment because of its high treatment efficiency in terms of particle and microorganism removal [1, 2] . As the main limitation to the widespread application of UF, membrane fouling significantly increases the transmembrane pressure (TMP) and reduce membrane life [3] . Several factors, such as formation of filter cake layer, concentration polarization, and membrane pore blocking can destroy the chemical structure of membrane material and lead to membrane fouling [4] [5] [6] . Natural organic matter (NOM), including humus and autochthonous biopolymers, is considered to be the main culprit for membrane fouling [5, 7] . Therefore, many researchers have investigated different types of pre-treatment technologies to remove pollutants from feed water and prevent membrane fouling, such as pre-coagulation, pre-adsorption, pre-filtration, and pre-oxidation [8] .
Among these technologies, chemical coagulation has been shown to be an effective and low-cost pre-treatment [9] . Other researchers have found that adsorption is an efficient process for NOM removal and has been adopted as a pre-treatment of UF [10, 11] . However, the impact of adsorption on membrane fouling is still a controversial topic. Lee et al. [12] found that the dosage of powdered activated carbon (PAC) contributes to the decline of membrane flux. Lin et al. [13] revealed that PAC cannot remove the high molecular weight NOM, which caused the membrane fouling of hydrophobic stirring. PACl-PDMDAAC was synthesized by adding 0.62 g of commercial PDMDAAC (Luyue Shandong Chemical Co., Ltd.) into PACl. Powdered activated carbon (PAC) is a common adsorbent used in drinking water treatment. In this research, the commercial PAC was bought from Far East Chemical Co. Ltd. (Laiyang, China) and was used without further decontamination. PAC was added to reverse osmosis water to make a stock suspension with a concentration of 10.0 g/L. The nominal properties of PAC are listed in Table S1 . During operation of the system, the stock suspension was placed on a magnetic stirring apparatus to maintain steady dispersion.
Comparison of the Four Pre-Treatments
In this research, four kinds of ultra-filtration experiments were performed to investigate the effect of different pre-treatments on the ultra-filtration process.
Jar Tests
Jar tests were operated to optimize the dosage of the coagulants and adsorbents. The program was set as follows: Stirring at 200 r/min was set at fast mixing stage for 1.5 min. After that, 15 min of slow stirring at 40 r/min was set to let the flocs grow. Finally, the water was left to stand for 30 min to settle the flocs. The sample was filtered through a 0.45 µm membrane before the quality measurement.
The Dynamic Ultra-Filtration Processes
The schematic illustration of the experimental setup is given in Figure S1 . The raw water was fed into the system by a constant-level water tank and then flowed into a rapid mixing unit (200 r/min, 1.5 min hydraulic retention time (HRT)), a slow mixing unit (40 r/min, 15 min HRT), a sedimentation tank (30 min HRT) and then an ultra-filtration tank. The HRT of each unit was designed according to the jar tests. The coagulant was dosed in the rapid mixing unit in the C-UF, C-A-UF and C+A-UF processes. The adsorbent was dosed in the rapid mixing unit in the C+A-UF process and dosed in the slow mixing unit in the C-A-UF process.
Each UF tank had a polyvinylidene fluoride hollow-fiber membrane component. The membrane was purchased from Kunyang Membrane Technology Co. Ltd. (Fujian, China) with a nominal pore size of 30 nm. The pressure transmitter (Sinomeasure Technology Co. Ltd., Hangzhou, China) was connected to the membrane component to continuously record the transmembrane pressure (TMP), which indicated the degree of membrane fouling.
Determination of Disinfection By-Products
The sodium hypochlorite was added to the effluence of ultra-filtration to determine the yield of DBPs. The details of disinfection experiments were conducted as described by Ma et al [23] . To determine the chlorine dosage, a preliminary experiment was performed to provide adequate, free chlorine residual (2.0 mg/L as Cl) after 72 h chlorine disinfection. Residual chlorine concentrations were measured by a Free & Total chlorine measuring meter (HANNA, Padova, Italy) according to the DPD method (APHA, 2005). The samples used for THMs measurement were dechlorinated by sodium thiosulphate solution.
The yields of dichloroacetonitrile (C 2 HCl 2 N) and THMs including trichloromethane (CHCl 3 ) bromodichloromethane (CHBrCl 2 ) dibromochloromethane (CHBr 2 Cl), and tribromomethane (CHBr 3 ) were detected by a gas chromatography, (SHIMADZU Corporation, Kyoto, Japan).
Other Analytical Methods
The fouled membrane samples were taken from the component and observed by scanning electron microscopy (SEM, Hitachi S4800, Tokyo, Japan). In addition, the membrane surface samples were analyzed by attenuated total reflection flourier transformed infrared spectroscopy (ATR-FTIR, NICOLET 5700 FT-IR Spectrometer, Waltham, United States). Particle size distributions of the water samples were measured using a laser diffraction particle size analyzer (Mastersizer 2000, Malvern Instruments, Malvern, UK). Zeta potentials were analyzed by Zetasizer Nano (Malvern Instruments, Malvern, UK).
Dissolved organic carbon (DOC) of the samples was analyzed using a Total Organic Carbon Analyzer (Shimadzu, Kyoto, Japan). The UV absorbance at 254 nm (UV 254 ) was determined by a TU-1810 UV/VIS spectrophotometer (Persee, Beijing, China).
Results

Jar Test Results Comparing NOM Removal by Four Different Pre-Treatments
The removal efficiency of NOM in water was investigated in four kinds of pre-treatments, including coagulation (C), adsorption (A), coagulation followed by adsorption (C-A), and simultaneous coagulation and adsorption (C + A). The NOM removal efficiencies were represented by the UV 254 and DOC values. The UV 254 indicates the humic-like substance, which contains conjugated double bonds and benzene rings. The coagulation and adsorption processes were separately optimized based on NOM removal efficiencies and the zeta potential of the coagulant mixture, shown in Figures S2 and  S3 . At the dosage of 7 mg/L, the UV 254 and DOC removal efficiencies were 82% and 40% respectively. The zeta potential of the coagulated water was very close to zero at 7.0 mg/L, which means the colloidal system was very easily to aggregate. Hence, the optimum dosage of PACl-PDMDAAC was chosen as 7 mg/L (as Al) for the next experiments. In the adsorption process, the increasing treatment efficiency with the dosage of PAC significantly slowed down when exceeding 400 mg/L. The optimum dosage of PAC was chosen as 400 mg/L. Figure 1 shows the pollutant removal efficiencies by the coagulation-adsorption (C-A) process where PAC was dosed after the coagulation unit. As shown in Figure 1a , with the coagulation process, the highest UV 254 removal efficiency was 82.5% at a dosage of 7.0 mg/L. Therefore, the PACl-PDMDAAC coagulant showed good performance in large organic molecule removal. However, the UV 254 removal efficiency did not exceed 85%. As previous researchers have reported, organic matter with low molecular weight is difficult to remove by coagulation [24] .
Upon adding the PAC adsorbent, the UV 254 removal efficiency significantly increased. Higher PAC dosages led to higher removal rates, and the highest removal rate reached 90%. This indicated that the residual UV 254 , which cannot be removed by a coagulant, was adsorbed by PAC. However, almost the same UV 254 removal efficiencies were obtained at dosages of 75 mg/L and 100 mg/L. It indicated that superfluous PAC does not significantly improve UV 254 removal.
The DOC removal efficiencies were much lower than the UV 254 removal efficiencies for the four processes (Figure 1b) . When dosing coagulant alone, the highest DOC removal efficiency was only 39.8% with a dosage of 7.0 mg/L. It indicated that more than half of the NOM was not eliminated by coagulation. The SUVA (UV absorbance divided by the DOC concentration) value decreased from 4.94 L·mg −1 ·m −1 to 1.40 L·mg −1 ·m −1 after coagulation, suggesting that the ratio of large organic molecules and the hydrophobic fraction decreased in the effluence of the coagulation unit [25] . However, the hydrophilic substance and organic matter with low molecular weight was difficult to eliminate by coagulation alone.
As we can also see from Figure 1b , PAC significantly enhanced the DOC removal efficiencies of the coagulation process. The same conclusion can be drawn for the UV 254 removal. The increase of dosage led to larger DOC removal efficiency and the highest rate of 55%. However, there was a large promotion from 75 mg/L to 100 mg/L, which was different from UV 254 removal. In consideration of the economic cost for water treatment, it is impractical to dose over 100 mg/L of PAC, so we did not increase the dosage of PAC any further in this research. The optimum dosages of coagulant and adsorbent for the C-A process were chosen as: PACl-PDMDAAC = 5 mg/L, PAC = 50 mg/L. The relevant UV 254 and DOC removal rates were respectively 87% and 46%. To test the effects of dosing coagulant and adsorbent at the same time, the pollutant removal efficiencies were measured when both PACl-PDMDAAC coagulant and PAC adsorbent were added to the rapid mixing tank ( Figure 2 ). The highest UV254 and DOC removal efficiencies were obtained when the dosage of PAC was 100 mg/L. Because adsorption occurred in the same tank with coagulation, small molecules and large molecules both had a chance to attach to the surface of PAC and occupy the adsorption sites. Although the PAC demand was higher, the pollutant removal efficiency at the same dosage of coagulant and adsorbent was comparable in both C-A and C + A processes. The UV254 removal rate reached 84% and the DOC removal rate reached 46% (which was a virtually good performance) using 5 mg/L of PACl-PDMDAAC and 75 mg/L of PAC. These results were slightly higher than the C-A process at the same dosage. To better compare the C-A process and the C + A process, the same dosage of coagulant and adsorbent were chosen as: PACl-PDMDAAC = 5 mg/L, PAC = 50 mg/L for the next experiments. 
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In the C-A-UF process, TMP reached 20 kPa in the first 500 min, but then remained constant. Although the C-UF process had a lower TMP initially, the same TMP (20 kPa) was observed at the end of the experiment. These results indicate that the addition of PAC can actually reduce the accumulation of particles on the membrane surface. Perhaps because the fiber membrane was arranged vertically under the water, the superfluous cake layer could easily fall off because of gravity.
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In the C-A-UF process, TMP reached 20 kPa in the first 500 min, but then remained constant. Although the C-UF process had a lower TMP initially, the same TMP (20 kPa) was observed at the end of the experiment. These results indicate that the addition of PAC can actually reduce the accumulation of particles on the membrane surface. Perhaps because the fiber membrane was arranged vertically under the water, the superfluous cake layer could easily fall off because of gravity. Different treatment processes have different target organics to remove. XAD-8 resins fractionate NOM into operationally defined components based on their chemical properties. Figure 5a shows the classification of NOM components in different treated water, which were separated by XAD-8 resins. The hydrophobic acids (HoAs) and hydrophilic substances (HiS) were dominant in all processes. The proportions of hydrophobic bases (HoBs) and hydrophobic neutrals (HoNs) were lower than the other two fractions in all processes.
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The generation of DBPs is a severe problem in drinking water treatment. Figure 5b shows the formation and speciation of halogenated C-DBPs, including trichloromethane (CHCl 3 ), dichloroacetonitrile (C 2 HCl 2 N), bromodichloromethane (CHBrCl 2 ), dibromochloromethane (CHBr 2 Cl), and tribromethane (CHBr 3 ) during chlorine disinfection of ultra-filtration effluent. THMs are the most common DBPs in natural water [30] . The order of total DBPs yields is C-UF > A-UF > C-A-UF > C+A-UF. These results indicated that the combination of coagulation and adsorption removes more DPB precursors. Previous researchers found that the THM formation is correlated with humic-like substances [31] . Therefore, the higher formation of THMs was possibly attributed to the higher residual humic substances from the separate coagulation and adsorption processes.
Among the four THMs, CHCl 3 was the most abundant and the precursor is difficult to remove by coagulation. The concentrations of CHBrCl 2 , CHBr 2 Cl, and CHBr 3 were relatively low. However, it has been reported that bromine containing THMs have much higher cell toxicity even at a low concentration [30] . Therefore, the comparison of the effects of different pre-treatment processes on bromine-containing THMs is also meaningful. The C-A-UF process showed better performance on precursor removal of CHBrCl 2 and CHBr 3 , while the C+A-UF process had better performance on precursor removal of CHCl 3 , C 2 HCl 2 N, and CHBr 2 Cl.
Characterization of the Fouled Membrane
To further investigate the fouling mechanism, Flourier transformed infrared spectroscopy analyses were used on the fouled membrane surface ( Figure 6 ). Attenuated Total Reflection (ATR) spectroscopy is an effective method to characterize chemical composition and surface structure. ATR-FTIR analysis was carried out in this paper on five fouled membranes and new membrane. The spectra are shown in Figure 6 and the spectral analysis is shown in Table 1 .
The spectra in Figure 6 show that the PVDF membrane has absorption peaks at 680, 1016, 1380, 1174, 1402 and 1720 cm −1 which are the absorption peaks of CF 2 , CH 2 and C=O [32] . The peaks at 1016 and 1720 cm −1 (the gray vertical lines) were reduced for the C-UF membrane because of the organic adsorption. However, these peaks for the A-UF membrane were not reduced obviously and the spectrum was the same as the new membrane. In other words, the absorption process decreased the accumulation of organic matters on the membrane surface.
The spectra of the membrane after the C-A-UF and C+A-UF processes had little difference. Unlike the A-UF spectrogram, the peaks at 1016 and 1720 cm −1 (the gray vertical lines) also obviously decreased. The result can be explained by two reasons: (I) The PAC dosage in these two processes was smaller than in the A-UF process and the organic matter, tightly connected to the membrane, cannot be removed entirely. (II) The chelation of aluminum ion between organic matter and the membrane surface aids the formation of chemical bonds to the membrane. The fouled membranes taken from the module were observed by SEM. The images are shown in Figure 7 . Homogeneous pores were found on the new membrane surface. After ultra-filtration, cake layers with different topography accumulated at the surface and resisted the flow of water. Figure 7a shows the SEM of the C-UF process membrane where the cake layer is dense. Figure 7b shows that there were irregular particles on the membrane surface of A-UF. These accumulations are formed by PAC and can prevent the residual organic matter from entering the interior of the membrane and clogging the pores. Compared with C+A-UF, the PAC particles are clearly visible in the SEM of C-A-UF because the PAC was added after coagulation (Figure 7c,d) . The relatively sharper PAC particles may increase the water permeability of the cake layer and reduce the TMP (Figure 4b ). 
Conclusions
This paper presents a novel combination of coagulation and adsorption as pre-treatments for the ultra-filtration process. The impacts of four pre-treatment methods on treatment efficiency and membrane fouling were evaluated.
1.
The addition of PAC enhanced the DOC and UV 254 removal efficiencies of coagulation. The coagulation followed by adsorption pre-treatment (C-A-UF) process achieved the best water quality of the four processes.
2.
The C-A-UF process achieved a higher removal of hydrophilic substances than the C+A-UF process. As for the DBPs, the C-A-UF process showed better performance on the removal of CHBrCl 2 and CHBr 3 , while the C+A-UF process was more effective in the removal of CHCl 3 , C 2 HCl 2 N and CHBr 2 Cl. 3.
The TMP of C-UF and C-A-UF were the lowest of all processes. However, the addition of PAC can reduce the accumulation of particles on the membrane surface because PAC removes the organic matter from the filter cake. The C-A-UF process was the best choice for long term operation of ultra-filtration.
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